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FIGURE 1 - TYPICAL SHARED TRENCH SECTION
(2 LV, 1 SERVICE OR P/L, 1 TELSTRA P100 SHOWN)
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FIGURE 2 - TYPICAL SHARED TRENCH SECTION
(1 HV, 1 TELSTRA P100 SHOWN)
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THIS STANDARD DRAWING IS A GUIDE ONLY, AND IS
TO BE USED FOR RESIDENTIAL SUBDIVISIONS ONLY.
TO BE CONFIRMED WITH THE RELEVANT AUTHORITY.
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TABLE 1 - COMMON CABLE ARRANGEMENTS - SHARED TRENCH (TELSTRA)

NUMBER OF
CABLES

MINIMUM TRENCH WIDTH (mm) POLYMETRIC
SLAB SIZE

(mm)
WITH 1 x P100

TELSTRA CONDUIT
WITH 1 x P100 & 1 x P50

TELSTRA CONDUIT
1LV 600 600 200
2 LV 600 750 300
1 HV 600 750 200
2 HV 900 900 300

1 HV & 1 LV 900 900 200 + 200
1 HV & 2 LV 900 900 200 + 300
1 HV & 3 LV 1100 1100 300 + 300
2 HV & 1 LV 1100 1100 200 + 300
2 HV & 2 LV 1100 1100 300 + 300
2 HV & 3 LV 1100 1200 200 + 200 + 300

SEE TABLE 1

SERVICE OR P/L
LV CABLE

HV CABLE

TELSTRA CONDUIT

NEIGHBOURHOOD CABLE

COVER SLAB
MARKER TAPE
BEDDING SAND
UNDISTURBED EARTH

2500 2500
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TYPICAL SECTION OF JOINT USE TRENCH - COMMUNICATIONS & POWER (ST1)
N.T.S.

DRAWING No:

TYPICAL SECTION OF JOINT USE TRENCH
COMMUNICATIONS & POWER (ST1)

SHEET: A3 SCALE: NTS

GENERAL NOTES:
· THE ARRANGEMENT IN TABLE 1 MAY ALSO INCLUDE SERVICE CABLES AND

PUBLIC LIGHTING CABLES.
· HV CABLES REFERRED TO IN TABLE 1 ARE 22kV ONLY.
· MEASUREMENTS ARE IN MILLIMETERS UNLESS NOTED OTHERWISE.
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